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Midwest ISO would request that the WEQ Executive Committee consider revising the definitions of Constrained Flowgate and Constraint.  Midwest ISO believes the proposed changes more accurately define the terms.

Constrained Flowgate
A Flowgate that is approaching, is at, or is beyond its rating.
Constraint 
A Constrained Facility or Constrained Flowgate.

